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Foreword 
Drinking water 2018  is the annual publicat ion of  the Chief  Inspector of  

Drinking Water for England and Wales. I t is publ ished as a series of  

quarterly reports which cover public water suppl ies in England and Wales.  

The report sets out to develop a source to tap approach in the supply of  

water, developing learning points f rom recent data, events and company 

strategies. I t  bui lds upon the strategic objec t ive of  DWI for wholesome 

and safe, clean drinking water to all consumers at al l t imes.  

In the Chief  Inspector ’s Report this quarter , a summary f rom a series of  

audits at groundwater works  has been included for wider learning . 

Boreholes are a vital  source o f  water, providing 28 percent of  suppl ies 

across England and Wales, and a considerably higher percentage in the 

South East. Professor Bouchier, in his third report of  experts in 1998 , was 

clear in his conclusion; ‘Not al l groundwater is consistent ly of  high quality ’,  

as sources may be affected by the possibil i ty of  intermittent rapid 

transmission of  water f rom the surface.  This is part icular ly true when there 

is heavy rain or other changes which may impact on the surrounding 

environment. Such situations  have been reported in previous CIRs, for 

instance: Matts Hil l  works (SRN) 2008 where rain led to turbidity in the 

borehole which shut the works down and the company knowingly restarted 

the works and compromised disinfect ion; in 2014 at Ivyf ields Works (W SX), 

where the borehole headworks were below ground level ,  had become 

f looded, could not drain to the stream which was inundated af ter heavy 

rain and had ingress points on the borehole heads result ing in a r ise of  

turbidity.  In 2017 at Maindel l works (PRT) , a site which is artesian and 

known to be af fected by heavy rain , Cryptospor idium  was detected and no 

mit igat ion was in place. 

With this learning avai lable , the audits identif ied r isk assessments which 

lacked information regarding on-site and close proximity r isks including: 

dual-carr iageway runoff ,  sewage treatment plants, pestic ide appl icat ions 

and chemical hazards. Furthermore, the auditors found example s of  

inaccurate water quality monitors and monitors that were not in operat ion, 

prevent ing any mit igat ing act ion when a crit ical control point measure is 

unavai lable. Crit ical ly, in one company an unrecorded cess pit  was 

identif ied on-site and this was in a company which suf fered f rom a wide - 

scale boi l water notice in 2015 af ter asset contamination with 

Cryptosporidium (UUT). In the same company, a sheep shear ing unit  with 

veterinary products  was noted in the f ield adjacent to one of  the boreholes . 

This not been ident if ied as part of  a safety plan review carr ied out the day 

before the Inspectorate’s vis it .   
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I t  is concerning that there remain examples of  sub-surface boreholes 

where points of  ingress may present a r isk or where there has been 

evidence of  f looding. In one example the company has considered this to 

be an acceptable ongoing r isk. If  companies are to maintain water quality, 

asset improvement identif ied through r isk assessment should be 

appropr iately pr ior it ised and scheduled in the long-term strategy. Risks 

considered tolerable now may not be so in years to come as environmental 

challenges and resource pressure increase. Planning now to schedule 

mit igat ion is a proactive way to  avoid future incidents.  

Like CIR 2018 Q1, col iform failures in assets remain evident. Of concern 

are failures which are l inked to asset condit ion and failure to inspect s it es 

in a r isk priorit ised way.  Over twenty sites were identif ied this quarter 

which have not been internally inspected in the last 10 years. This 

pol icy is counterintuit ive as reactive costs may exceed costs of 

inspect ion and in the long-term, deterioration may mean capital 

remediation may well be more signif icant. As is evidenced in this report, 

reactive investigat ion may not even be straight forward as a failure may 

originate at a deteriorating upstream asset  result ing in prolonged 

invest igat ions and remediat ion.  

I  am satisf ied that some companies are taking proact ive act ion , for 

example, work is planned at Hampton Loade to remediate taste and 

odour and microbiological detections. Equally,  the increased 

microbiological  survei l lance by Severn Trent  Water is considered 

proact ive even though it wi l l af fect short -term outcome measures. Whilst 

this act ion by Severn Trent Water is result ing in a higher number of 

detect ions, the short -term acquisit ion of information permits long - term 

security for water qual ity and I would expect net gain in the future. The 

detect ion of a parameter  should lead to robust invest igat ions, root 

cause analysis and improvement  including plans for future investment. 

It  is not an opportunity to seek an excuse for the failure but to act on 

the information. A poorly taken sample should never be a reason but 

poor company training or equipment might well be  ident if ied as a result .  

Lead and nickel f igure signif icantly among the failures.  Both of these 

parameters have public health implications and occurr ence of the 

metals should be minimised.  Included this quarter , are examples in both 

cases where these occur at publ ic buildings. Where these are 

discovered by companies, inspection of premises and act ion to ensure 

public bui lding owners remediate contr ibut ing materials in their 

distribution system is expected. Equally, the discovery of a pr ivate 

supply supplementing the bui lding ’s public supply should always be 

reported to the local authority and act ion taken col laboratively to protect 

the public supply and consumers alike.  
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Final ly, in this report, an example of an event which direct ly affected 

consumers has been included for company learning. The case example 

reviews a serious event where water which was unwholesome was 

supplied to consumers. As every event is assessed in the public 

interest, the response and actions of the company were taken into 

account and this avoided further enforcement action.  Better regulation 

looks for fair and proport ionate responses by regulators and adopt ion of 

best case pract ices by companies for the benef it of  consumers.  
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Groundwater Audit Programme  

In 2018, 28 percent of  water suppl ies across England and Wales were 

derived f rom ground water sources. Groundwater f rom deep and conf ined 

aquifers is usual ly of  good microbiologica l qual ity, chemical ly stable and 

less easily inf luenced by direct contamination. However, shal low or 

unconf ined aquifers can be subject to the same contaminat ion r isks as 

surface water as wel l as by gradual permeation of  pol lutants.  

The Inspectorate carr ied out a series of  audits at groundwater works 

during the second quarter of  2018 to examine how these sources are 

protected f rom contaminat ion and to ensure that the treatment processes 

in place were appropriate for the source.  

Risk Assessment  

I t  is an important requirement for companies to carry out r isk assessments 

in suff icient detai l  so that water suppl ies can be adequately protected from 

contamination. The Inspectorate found that some companies were either 

not aware of the r isks to sources or had not fu l ly addressed the r isks 

identif ied.  

At Southern Water’s Falmer works a dual-carr iageway running along the 

boundary was observed, but the drainage arrangements for surface runoff  

f rom this highway were not known by the company. The r isk assessment  

was found to lack information regarding on-site and close proximity r isks 

and led to the Inspectorate serving a Regulat ion 27(4) Notice to review 

and improve the catchment r isk assessment.  

During a vis it  to South Staffordshire Water’s Churchi l l  Borehole Pumping 

Station, in the West Midlands, two small sewage treatment plants we 

identif ied within the catchment that had not been appropr iately considered 

as part of  the r isk assessment and the Inspectorate recommended the 

company review and update this.  

There are several r isks associated with arable farming at Severn Trent 

Water’s Papplewick works, which is in an unconf ined sandstone aquifer. 

The company were reluctant to approach local farmers to f ind out about 

the pest icides used in the catchment, despite a range of  incentives and 

col laborat ive working pract ices. The Inspectorate recommended the r isks 

associated with pest icides and other organic parameters were  reviewed 

and appropr iate act ion taken to mit igate them.  

The Inspectorate welcomed that Thames Water had introduced ‘ground 

truthing’ to its r isk assessment process, as observed at North Orpington 

works. The company’s r isk assessment had also ident if ied a HAZCHEM 

site in the catchment but did not know the chemicals used  at this site. The 
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Inspectorate recommended the company liaise with the site owners to 

rect ify this.  

At Northumbrian Water’s Fowberry works ,  water qual ity r isks associated 

with the use of  turbidity overrides had not been assessed. Mit igat ion was 

reportedly under investigation to address r isks associated with inaccurate 

water qual ity monitors and plans for their cal ibrat ion and val idat ion needed 

to be added to the improvement plan for the works.  The Inspectorate 

served a Notice to address the r isks of  supplying sub -opt imally dis infected 

water to the network from Fowberry works and to mit igate the residual 

r isks in relat ion to water quality and disinfect ion at this s ite.  

The audit completed at United Ut il i t ies ’ Adl ington and Tyther ington works 

identif ied shortcomings in the recording, frequency of  review and 

management of  groundwater r isks. For example, two abandoned 

observat ion boreholes at United Ut il i t ies ’ Adl ington works were not 

recorded in the Drinking Water Safety Plan and the company was not 

carrying out any recorded checks on these boreholes. The presence of  a 

cess pit  on site was not recorded either. A sheep shearing unit  with 

veterinary products in the f ield adjacent to one of  the boreholes had not 

been identif ied as part of a safety plan review carr ied out the d ay before 

the Inspectorate’s visit .  At Tyther ington works, the site is rel iant on one 

borehole to maintain supplies. This borehole has a l ining in poor to 

moderate condit ion. A refurbished borehole on site had not been 

recommissioned. The company’s Drinking Water Safety Planning System 

did not capture r isks ident if ied in catchment specif ic plans that pre -date 

the introduct ion of  the current safety planning system. There did not 

appear to be a structured formal review process for the groundwater s ites 

and there was no mechanism to add newly identif ied r isks to the safety 

planning system. This seemed to be in contrast to the safety plans for 

surface water works, which appear to have taken prior ity.  The Inspectorate 

served a Regulat ion 27(4) Not ice to reassess the r isks associated to water 

quality across al l of  United Ut i l i t ies ’ groundwater sites and made 

recommendat ions to improve catchment reviews and carry out and record 

CCTV/geophysical surveys of  boreholes at appropr iate f requencies.   

Source Protection 

Contaminat ion of good qual ity groundwater by surface ingress is a 

perennial r isk and has been a contr ibutory factor in several pol lut ion and 

i l lness outbreaks worldwide. I t  was concerning to see a number of these 

r isks had not been addressed on the groundwat er sites visited. Companies 

are encouraged to ref lect on the shortcomings identif ied below and ensure 

that these issues are not present at other sites. Part icular attention should 

be paid to abandoned and observat ional boreholes to ensure their locat ion 
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and condit ions are known and that r isks beyond the site boundary, within 

the source protect ion zones, are proper ly understood.  

Severn Trent Water’s Papplewick works  is unusual in that the original 

well bui lding has become a heritage site open to the public, who have 

the opportunity to see the original steam pump and , on special 

occasions, witness i t  in operat ion. This arrangement presents some 

challenges as there is l it t le demarcat ion of the site into publ ic and 

operational areas. The operat ional bui ldings we re secure, but there are 

increased risks to the source from the public act ivity and the 

Inspectorate required the company to review the security arrangements. 

There was l it t le control of  the use of hazardous substances and it was 

found that the old well was not appropriately sealed to prevent 

contaminat ion. Subsequent ly the Inspectorate served a  Notice on the 

company to prevent contaminat ion via this route .  

Figure 1: Contamination Risks from the Old Well at Papplewick  

 

The Inspectorate identif ied some potent ial contaminat ion r isks at Aff inity 

Water’s Dover Pr iory works where the pumps are suspended on a 

‘mezzanine’ type platform approx imately three metres below surface level.  

Whilst the secured wel l cover wi l l  of fer a degree of  protect ion,  ther e is the 

potent ial for ingress at any point when the well cover is l i f ted as there are 

substant ial gaps around the sides of  the mezzanine f loor. The Inspectorate 

recommended  the company take steps to minimise the r isk of  ingress into 

this wel l,  but the company chose not to take act ion as they considered the 

r isk to be a bearable one as the pumps are located within a bui lding.  
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Similarly at Connaught Well,  in Dover, the Inspectorate found 

contamination r isks to the wel ls, but the company considered the r isks 

bearable due to geology, aquifer levels and the wel l being housed inside a 

bui lding and are taking no act ion.  Water companies bear the duty of  

determining the r isk of  hazards within their supply and equal ly the duty for 

wholesomeness. Where a r isk is ident if ied there is an expectat ion that it  is 

periodically reviewed to determine if  the r isk remains tolerable or a plan is 

required to mit igate challenges. Were and incident to occur the  absence of  

any determinat ion in the r isk assessment would be taken into 

considerat ion in decisions on enforcement.  

Figure 2: Connaught Well direct access to the adit system - 

contamination risk.  

 

Similar ly, there is an open shaft, the ‘Winding Hole’ at Southern Water’s 

Falmer works. This is l inked to the same adit as the act ive well.  I t  is 

covered by metal security covers, but is not sealed and could const itute 

a risk of allowing contaminat ion of the adit. A recommendation was 

made to adequately seal the covers and that these are suff ic iently 

raised above ground level to prevent contaminat ion. The Winding Hole 

is lower than the adjoining carpark which has a permeable surface. Car 

park users were not aware that oi l or fuel spil ls should be reported to 

recept ion. The Inspectorate advised that addit ional control measures 

should be in place to prevent contamination. 
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At Southern Water’s Patcham works the Inspectorate viewed abandoned 

wells that were decommissioned in the 1950s. The engineering to 

decommission the wells does not meet modern standards and poses a 

very high r isk to the source water at this site. For example, one well 

that was located approximately 300m away up a reasonably steep 

incl ine, in a meadow. It was covered with a loose f it t ing concrete plinth 

and there was a signif icant amount of animal faecal matter on and 

around this pl inth present ing an obvious ingress r isk.  

Figure 3: Patcham Works - Poorly protected abandoned well  

 

Also at Patcham works, there was a ‘dumb well ’ which was covered with 

an open grate. At f irst appearance this resembles a surface drain for the 

car park. The well is an open link to the adit and was known to site 

staff , however there were no short -term measures in place to mit igate 

the r isks posed (controls), or to better understand those r isks 

(monitor ing).  The Inspectorate served a Regulation 27(4) notice to 

review and improve the catchment risk assessment for Patcham works 

including the potent ial r isks from sources of pol lut ion in the immediate 

catchment area and the abandoned and dumb wells. Enforcement action 

was taken regarding the examination of  the abandoned wells and other 

shafts l inked to the adit such that appropriate measures should be 

implemented to protect the water source, maintain adequate monitoring 

and reduce the r isk to consumers.  
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At South Staffs Water ’s Churchil l  works, the Inspectorate found that a 

section of  the foul main f rom the treatment works domestic toilet was 

blocked and use of  the facil i t ies had been suspended as a mit igat ion 

measure for source protect ion and hygiene. Delays to repairs of  these 

facil i t ies can increase the r isk of  contamination or lead to persons on -site 

not following hygienic procedures and companies should seek to address 

these issues straight  away. The company is also aware that there is a tr ial 

borehole in the grounds of  the works, but the exact locat ion i s no longer 

known. The company had plans in place to carry out a geophysical survey 

of  the general area in which it  was thought the tr ial borehole was located, 

but this was not due for complet ion for some six months af ter the audit .  

The contamination r isk to the works remains unknown unti l this is 

completed.  

Risks were ident if ied by the audit  team on an observat ional borehole 

supplying Fowberry works. The lock on the observation borehole had been 

cut off ,  leaving the borehole at r isk of  contaminat ion by una uthorised 

access.  

Figure 4: Fowberry observation borehole without padlock  
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There is a watercourse near the observation borehole that can f lood. The 

f looding may be exacerbated by the instal lat ion of  the run -to-waste faci l i ty 

at Fowberry works, which wi l l f low into this watercourse potential ly 

contaminating the borehole. A recommendation was also made to assess 

the r isks presented by the air valves on the raw water main which are 

not maintained and run through agricultural land.  

At United Ut i l i t ies ’ Adl ington works, the two boreholes’ headworks 

chambers were found to have several centimetres of  standing water  in 

them. Borehole 1, which was out of  service, was seen to have t ide marks 

in the chamber at the same height as an inspect ion hole gland that was not 

securely sealed. The posit ion of  the gland was the same height of  the 

standing water, suggesting the borehole chamber water may be draining 

into the borehole or the artesian condit ions have resulted in chamber 

f looding. The Inspectorate recommended the company ensures that the 

borehole headworks are sanitary sealed and kept dry at al l t imes.  

 

Water Treatment and Monitoring  

As t ime progresses and new treatment processes are introduced 

companies should ensure that these developments are appropriately 

considered and the Inspectorate’s guidance is followed. Some defic iencies 

were found related to dis infect ion to address Cryptospor idium. In other 

cases, evidence that water qual ity does not continuously meet the 

requirements of the regulat ions had not been acted upon.  

Thames Water’s North Orpington works uses ultraf i l t rat ion membranes as 

the main dis infect ion  process and is therefore unlike most other works 

within the company. The company did not have a site -specif ic dis infect ion 

pol icy in place for the works , which the Inspectorate recommended the 

company address.  

Short lands works, near Bromley was the second of  Thames Water’s works 

that was vis ited. The site has a history of  turbidity exceedances in 

compliance samples ( three in 2017 and one in 2018 at the t ime of the 

audit). The latest exceedance was high iron and manganese. The works 

was taken out of supply in response. Invest igat ion of these fail ings may 

have been hampered by l imited turbidity data, which was only recorded 

every 15 minutes and the Inspectorate recommended data was captured 

more frequent ly to aid the investigation .  

The aquifer supplying Severn Trent’s Papplewick works is inf luenced by 

surface water and this is subject to further treatment in the form of  

blending at the nearby Papplewick ser vice reservoir ,  primar ily to mit igate 

nitrate and pest ic ide r isks. The Inspectorate recommended an increase in 

monitor ing for a specif ic pest ic ide (oxadixyl) present in notable 
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concentrat ions in the catchment and also recommended  the company 

develop cont ingency procedures should the concentrat ion of  oxadixyl 

increase.  

The company uses two nitrate monitors at Papplewick service reservoir to 

ver ify the blending, but there were discrepancies between the monitor 

readings that went uncorrected for seven weeks b etween January and 

March 2018. Contract staff  rect if ied the faults, but the discrepancy soon 

reoccurred leaving low conf idence in the accuracy of  monitor ing equipment 

on-site.  Severn Trent Water were required to review and improve the 

maintenance regime for these monitors to ensure nitrate blending 

requirements were always met.  

Disinfect ion at Papplewick works is enhanced by the presence of  two UV 

reactors, replaced in 2016. While this is welcome, the Inspectorate 

required that the company improve its con tainment procedures in the event 

of  lamp breakage. Similar ly, the Inspectorate recommended a lamp 

breakage procedure was introduced at United Uti l i t ies ’ Adlington works.  

At Northumbrian Water’s Fowberry works, which suppl ies Berwick -upon-

Tweed, Inspectors identif ied that the on- line turbidity monitors did not 

have a f low running through them result ing in a failure to ver ify the 

treatment process. Records for the onl ine pH and chlorine monitors 

showed that cal ibrat ion was completed sporadically and that instrument 

drif t  had not been appropriately acted upon. The company acknowledged 

this problem, and intend to add this to the improvement plan for Fowberry 

works. Recommendations were made to ensure on - l ine monitors are 

appropr iately cal ibrated and at a f requency recommended by the 

instrument manufacturers. The treated water f lowmeter at the works had 

never been cal ibrated, therefore the precision and accuracy of  the f low 

meter could be quest ionable. This meter controls chemical dosing at this 

site, which could, therefore, be compromised.  

E.col i was  detected at Anglian Water’s Dalton Piercy works, near 

Hart lepool. At the subsequent audit ,  t he f inal water sample l ine was 

observed to be vis ibly soi led and leaking rais ing doubt over the 

representat ive nature of  samples f rom this locat ion. Recommendat ions 

were made related to its maintenance procedures, staff  training and 

condit ion of  other sampling facil i t ies .  

 

Restricted Operations 

The prevent ion of contaminat ion by operators and other site visitors is of 

paramount importance and the opportunity was taken at the Severn Trent 

Water audit  to examine this in more detai l .   
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Despite some minor discrepancies with records the company was able to 

demonstrate that Nat ional Water Hygiene training was up -to-date for all 

staff  that had reason to visit  Papplewick works. Since the audit  the 

company have improved their ‘Drinking Water Hygiene Code ’ to include 

appropr iate employee questioning on their return to work to prevent those 

exper iencing vomit ing, diarrhoea or fever from worki ng on restr icted 

operat ions for a further 48 hours.  

More work is needed for the company to comply ful ly with the Principles of  

Water Supply Hygiene, which requires advice to be sought f rom the 

company’s medical advisor upon the return to work of  individual s fol lowing 

periods of  vomit ing, diarrhoea or fever (greater than 72 hours), jaundice or 

any other i l lness that may have a bearing on their suitabi l i ty to work on 

restr icted operat ions.  

I t  is important that companies ensure that they are doing al l they ca n to 

protect the publ ic f rom infect ion caused by its personnel and we remind 

companies that they should take robust steps to prevent contaminat ion in 

this way. Companies should take this opportunity to review their 

compliance with best  pract ice, including that laid down within the 

Principles of  Water Supply Hygiene to ensure they can demonstrate the 

ongoing protect ion of  public health that this provides.  
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Water quality at treatment works  
  

In the second quarter of  2018, the Inspectorate’s assessment of  

compliance data suppl ied by companies, included the reports of  16 

microbiological compliance breaches at treatment works .  

Review of compliance – microbiological failures 
at treatment works 

Table 5: Q2: 2018 –  Microbiological tests  

The number of  tests performed and the number of  tests not meeting the 

standard  

Parameter  Total Number of  tests  Number of  tests not 

meeting the standard  

Water leaving water treatment works   

E.col i  42,831 0 

Coliform bacteria  42,830 16 

 

Pleasingly, there were no reported E.col i  failures at treatment works, in 

the second quarter. However, there were 16 col iform breaches (SVT 5, 

SRN 4, AFW 1, ANH 1, DWR 1, SEW 1, TMS 1, UUT 1, YKS 1). This 

represents a pointedly poorer performance compared to the same period of  

2017 (7 breaches). All f ive fai lures at Severn Trent Water ’s assets  were 

subject to legal instruments and the act ions taken by the company make a 

recurrence less l ikely. Fol lowing a col iform failure in March, there were 

three further failures at Southern Water’s Testwood  works in this quarter. 

These failures are at tr ibutable to the poor condit ion of  the works and a  

Notice is in place to rebuild a signif icant proport ion of  the works.  

A fail ing sample taken to demonstrate compliance with the regulat ions at 

United Ut i l i t ies ’ Wybersley works, near Stockport was actual ly taken from a 

downstream service reservoir,  due to the failure of  the sample pump at the 

works. This is not appropriate  and does not meet the def init ion set in the 

regulat ions for a works sample, it  should therefore not be reported as 

such. A shortfall should be shown in the compliance record, where a 

company fai ls to take samples in accordance with the regulat ions  and 

act ions init iated to prevent a recurrence. Companies should ensure that 

they have suff icient equipment , spares and maintenance resource 

available to meet their regulatory requirements.   
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Following a col iform failure at Bray Pumping Stat ion, (SEW) in June t he 

Inspectorate recommended that South East Water remove the contact tank 

f rom service, for internal inspect ion . This site was previously inspected in 

2016 and found to have ingress . The tank was eventual ly inspected in 

October 2018 and an inundat ion test carr ied out. This ident if ied ingress via 

an unsealed cable entry point and damage to a concre te upstand on one of  

the access hatches. Both were rect if ied and the tank returned to service.   

Fol lowing a detect ion of  Clostr idium perfr ingens in the f inal water at 

Hampton Loade works in June, South Staf fs Water also reported the 

detect ion of  Cryptospor idium in the f inal water on consecutive days. These 

detect ions coincided with a period of  hot weather, high demand and an 

algal bloom affect ing clar if icat ion and f i l t rat ion performance at  the works. 

Fol lowing the detect ions, the company took act ion to reduce f low and 

place temporary covers over the clar if iers to act as part ial mit igat ion. The 

company have submitted plans to improve the treatment processes at 

Hampton Loade works and the Inspectorate made recommendations in 

relat ion to the management of  treatment control processes and notif icat ion 

of  health off icials. A Clostr idium perfr ingens detect ion at Southern Water’s 

Sandown works coincided with a failure in polyacrylamide dosing. The 

company had no alarms in place to alert staff  to the dosing failure an d the 

Inspectorate made recommendat ions that this was rect if ied and considered 

as part of  the company’s hazard review process.  
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Water quality at service reservoirs and in 
distribution  

Assessment of compliance  

Table 6: Q2 –  Microbiological tests  

Parameter  Total Number of  tests  Number of  tests not 

meeting the standard  

Water leaving service reservoirs   

E.col i  51,601 2 

Coliform bacteria  51,601 20 

 

During the second quarter of  2018, there were two E.coli  fai lures at 

service reservoirs (PRT 1, TMS 1) and 20 col iform detect ions (ANH 3, UUT 

3, DWR 2, SEW 2, TMS 2, WSX 2, BRL 1, NNE 1, PRT 1, SRN 1, SST 1, 

SVT 1). E.col i  was detected at Thames Water’s Hoddesdon reservoir in 

May, the subsequent invest igation found that there was a leak on the roof / 

wall jo int and def iciencies in a mesh screen had al lowed a number of  

woodl ice to enter via an access hatch. A broken air valve on the inlet 

main was found in a f looded chamber. There were several occasions in 

the month before the failure where the reservoir lev el dropped 

suff iciently to al low ingress. Appropriate maintenance of air valves is an 

ongoing problem across the industry and this fai lure should serve as an 

appropriate reminder for companies to ensure that the air valves are 

visited on a r isk-based programme to ensure that they are operat ional 

and remain free from the risk of contaminat ion.  

Portsmouth Water concluded that the E.coli detected at Whiteways 

Lodge reservoir was due to contamination from foliage surrounding the 

sample point  because the sample was taken during a period of heavy 

rainfal l.  This improbable root cause would have been very unfortunate 

indeed. The company fai led to remove the reservoir f rom service for 

internal inspect ion as would be good practice in these circumstances. 

The Inspectorate ident if ied that stagnant water had entered supply and 

made recommendations for the company to improve its practices to 

manage stagnat ing water and improve i ts sampling processes.  

Legal instruments are in place to address the col iform failures at three  

United Uti l i t ies ’ service reservoirs and one belonging to Severn Trent 

Water. Coliform failures at South East Water’s Hourne Farm and Wych 
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Cross reservoirs in May and June respectively, highlighted dif f icult ies in 

the company removing sites for internal inspect ion, due to available 

operational resources and repairs to other structures. At Wych Cross, al l 

investigation samples taken proved sat isfactory, however the u pstream 

supplying reservoir Horsted Kenyes  was inspected in October and ingress 

was observed. Remedial works included a new roof membrane.  

The Inspectorate also ident if ied over twenty sites that have not been 

internal ly inspected in the last 10 years, as is good pract ice. Fol lowing 

recommendations by the Inspectorate the company introduced a new 

pol icy to address these shortcomings.  
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Water quality at consumers’ taps   
The vast major ity of  samples taken at consumers’ taps complied ful ly with 

regulatory requirements. From the samples taken to demonstrate 

compliance with a Direct ive or national st andards, there were a total of  

214 failures at consumers’ taps in Q2 2018. For microbiological 

parameters, f ive samples contained E.col i .  Invest igations showed in al l 

cases that poor tap hygiene was the cause. W ith regard to chemical 

parameters, the most prevalent detect ions were for iron (26) fai lures, taste 

and odour (30), lead (18) and nickel (9). The majority of  investigations into 

the breaches and correct ive act ions taken by companies were satisfactory. 

Further commentary on exceptional breaches is pro vided below  

Taste and Odour 

14 Taste failures, 30 Odour failures  

Repeated musty taste and odour failures were detected in Severn Trent 

Water’s Willenhall and Bilston supply zones and South Staf fs Water’s West 

Bromwich supply zone. The root cause was identi f ied as South Staffs 

Water ’s Hampton Loade works, which provides a bulk supply of  water to 

Severn Trent  Water. The Inspectorate took enforcement act ion on both 

companies to address this issue for their consumers. South Staffs Water 

plan to address this issue by upgrading the treatment process at Hampton 

Loade works, in the meantime both companies are reviewing short -term 

measures to mit igate the r isks.  

The Inspectorate made a recommendation for Severn Trent Water to 

provide appropr iate advice to f lush the t ap to a consumer in Waveley Road 

supply zone and a recommendat ion was made to Southern Water to 

improve the short -term operation of  its powdered act ivated carbon dosing 

plant to address musty odours in Rownhams-01 supply zone.  

The Inspectorate investigated the apparent discrepancy between the 

number of  taste and odour failures reported by companies to ensure that 

the monitor ing carr ied out was appropriate and the number of  failures were 

not being under reported. Several companies were identif ied where this 

discrepancy had occurred. Whilst for some companies, the reason for 

reject ing the sample for taste analysis was based upon r isk to health, with 

others this was less clear cut. Whilst some companies had appropriate 

procedures to warn consumers where there was a r isk to health (e.g. DWR 

and NNE), others were more rel iant on the laboratory staf f  to decide for 

themselves whether there was a r isk to health and this was not necessari ly 

followed up with advice to consumers (e.g. ANH and YKS). I f  companies 

consider there may be a r isk to the health of their own staff  or contractors 

carrying out taste test ing, it  is incumbent upon them that they take 

appropr iate steps to protect consumers. The Inspectorate should be 
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notif ied appropriately of any event that arises as per the requirements of 

the Water Industry (Suppl iers Informat ion) Direct ion .  

Table 7: Odour failures where no taste test reported  

 No of Odour Failures Where 
a Value for taste was not  
reported with the Same 

Sample 

Odour Failures without an 
Accompanying Taste Value 

as % of  Total  Odour 
Fai lures 

AFW 2 50 

ANH 11 85 

DWR 1 13 

NNE 1 100 

SVT 2 9 

UUT 2 29 

YKS 3 75 

Grand 
Total  22 30 

 

Lead –  18 failures 

A failure at a publ ic bui lding suppl ied by Portsmouth Water lead to the 

Inspectorate considering enforcement act ion, however, the company 

belatedly issued a Section 75 Notice to ensure that the property owner 

took appropriate act ion to replace the lead service pipe.  Companies are 

expected to minimise lead in publ ic bui ldings by requir ing act ion f rom the 

bui lding owner.  

Northumbrian Water have improvement act ions in place as part of a Notice 

issued by the Inspectorate to improve its compliance for lead and address 

the two breaches seen in this quarter.  

The Inspectorate made recommendations for United Uti l i t ies to improve its 

investigations into the cause and extent of  lead failures in Apri l and June. 

I t  had failed to undertake even basic f it t ings inspect ions to determine the 

location of  the lead associated with the June breach and in Apri l,  the 

t imel iness of  its  investigation and notif icat ion of  the health r isk to the 

consumer did not meet the regulatory requirement.  

Nickel –  9 failures 

The Inspectorate served a not ice, under Regulat ion 21, to make Southern 

Water use its powers to rect ify numerous plumbing issues  associated with 

a Nickel failure at a primary school in its Star supply zone. Companies are 

under a duty to take act ion to remediate breaches in publ ic bui ldings 

where the consumer fails to take appropr iate act ion to rect ify any 

identif ied problems themse lves 
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Pesticide failures 

Further detect ions of  oxadixyl above the regulatory l imit in Severn Trent 

Water’s Papplewick borehole pumping stat ion occurred in May and June. 

The company was able to blend the supply to reduce the concentrat ion 

before the water was supplied to consumers. The Inspectorate made a 

recommendat ion to move the sampling location such that it  was 

representat ive of  the supply to consumers.  

Iron –  26 failures 

Whilst the Inspectorate was satisf ied that D ŵr Cymru Welsh Water had 

taken appropr iate steps to rect ify the causes of  an iron fai lure in the 

Holywell/  Mold supply zone in June, enforcement act ion wi l l be considered 

should there be further breaches of  the standard due to the f requency of  

samples fail ing for this parameter. United Uti l i t ies took act ion to replace a 

three inch cast iron main with a polyethylene one fol lowing an iron fai lure 

in its Barrowford supply zone in Apri l.  

Bromate - 1 

Hafren Dyfrdwy were unable to ident ify a cause for a bromate fai lure 

downstream of its Boughton works in May. The company were unable to 

identify any possible treatment issues or pol lut ion events that could have 

contr ibuted to the fai lure and considered the result  anomalous although 

there was no evidence provided of  an  investigation into the sampling or 

analysis to support this view.  

Trichloroethene and Tetrachloroethene –  1 

A breach of  the standard for these solvents is rare, but fol lowing the 

failure in May, Thames Water identif ied that the supply the service pipe to 

the property, a cycle shop and dry cleaners, was contaminated. Do not 

drink advice was provided, whi lst act ivit ies to replace the af fected 

pipework were completed.  

Ammonium –  1 failure 

In May, Southern Water detected an ammonia exceedance in a sample 

f rom a cafeteria associated with a pr ison complex. Upon investigation, the 

company identif ied that the property had a supply f rom a borehole as wel l 

as the mains supply.  The cafeteria manager, had been unaware of  the dual 

supply arrangements. The sample was unrepresentat ive of  the water 

suppl ied to the zone. The company took appropr iate act ion to report this 

as an event, as required by the Water Industry (Suppl iers Information) 

Direct ion 2017 and also informed the local environmental health 

department of  the issue with the pr ivate supply.  The discovery of  a private 

supply in publ ic bui ldings such as pr isons and hospitals should always be 
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reported to the local author ity as they present a higher r isk to the 

consumers and to the public supply. QA f it t ings inspection  should always 

be carr ied out to ensure backf low into the publ ic supply is mit igated.  

 

Event Case Example 

The following event is included as an example of  the outcome of  repair 

work on a f ive inch main and which resulted in 254 propert ies  receiving 

discoloured water with an unusual odour ( ‘white spir it /petrol l ike’).  As is 

often the case, this was an avoidable event that occurred primarily 

because records, communicat ion, planning, r isk assessment and execut ion 

of  the task were def icient. Equal ly,  and by no means unusually,  the f irst 

the company were aware there was a problem  was when it  began to 

receive consumer complaints.  In the f irst instance there were just two 

complaints overnight following the complet ion of  work the evening before.  

The source of  the taste and odour was later ident if ied as benzo(a)pyrene. 

I t  was detected at a level which may well  be considered signif icant  and 

this f inding was indicat ive of  historic ‘coal tar ’ mains l in ing material .  The 

source was stagnant water f rom a ‘dead - leg’ seven inch main, at a higher 

elevation to the repaired f ive inch main , which f lowed by gravity into the 

local supply system during the repair operation  and then into supply on the 

recharge of  the mains.  

This type of  event is considered to be very signif icant and  prosecut ion for 

the supply of  unf it  water would certainly be a considerat ion  because the 

company’s r isk assessment of  the mains repair was def icient. I t  did not 

factor in the length of  stagnant main or the topography . The company ’s 

act ions, in response to the circumstances, was several fold and included: 

Consultat ion with Publ ic Health England;  a writ ten Restr ict ion of  Use (Do 

Not Use) advice notices and bott led water del ivered to each property by 

customer representat ives during the af ternoon ; mains f lushing act ivity 

carr ied out in order to remove the af fected water  and about 20 plumbers 

were contracted by the company to conduct f lushing act ivit ies within the 

affected propert ies in order to remove the affected water f rom hot and cold 

water supply systems. 

As part of  the invest igation into this event and similar events,  the view s of  

consumers who are direct ly af fected are of ten sought through 

questionnaires. The f indings were that whi lst there were four consumers 

who complained and were dissat isf ied with the water supplied during the 

event, the remaining majority of  47, who returned the quest ionnaire , were 

either sat isf ied or praised the company in their response.  

I t  is clear, the company should have done better by avoiding the event  and 

have acknowledged this , but when it  happened, the  company reacted in 
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the publ ic interest. To prevent future similar events, the company issued a 

technical br ief ing note to al l of  its distr ibut ion r isk assessors using this 

event as an example to highl ight the r isks posed by dead -legs during 

network operat ions. Furthermore, the company reviewed its procedures for 

escalat ing water quality complaints received out of  hours  and the 

measures by which on-site observat ions from network technicians and 

water qual ity sampling staff  can be best appraised dur ing an unf olding 

event.  

Publ ic interest is a signif icant considerat ion and the act ion taken by the 

company and the views of  the publ ic has guided the regulatory 

assessment. This event was assessed and recommendat ions were made 

without further enforcement act ion as part of  better regulat ion and 

consider ing publ ic interest.  
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Legal Instruments 
 

PR19 Water Quality Improvement Submissions 

The Inspectorate has supported (or commended) 114 water quality 

schemes for AMP7 fol lowing assessment of  the proposed schemes 

submit ted. These schemes consisted of ;  

Table 8: Number of supported PR19 schemes by type  
 

Type of scheme Number received 

 
Catchment  
 

19 

 
Catchment/Treatment  
 

2 

 
Treatment 
 

69 

 
Treatment/Distr ibut ion  
 

11 

 
Distr ibut ion 
 

13 

 

 
Annual progress reports  

 

The Inspectorate’s assessment of  the annual progress reports submitted 

as part of  companies requirements for each legal instruments (Notices 

under Regulat ion 28(4) of  the Water Supply (Water Quality) Regulat ions 

2016 or Regulat ion 29(4) of  the Water Supply (Wate r Quality) Regulat ions 

2010 (as amended) (Wales) and Undertakings accepted under section 19 

of  the Water Industry Act 1991) has now been completed.  

In total,  companies provided reports for 316 legal instruments by the 

deadl ine of  31 January however the Inspectorate was disappointed that 

despite a number of  requests Bournemouth Water did not submit their 

reports unt i l May 2018.  

In the majority of  cases, the submissions were of  a good quality with most 

schemes on track to meet their complet ion dates. Only two submissions 

resulted in requests for further information f rom companies (DWR and 

UUT) and in both cases the company were able to submit the required 

information in response to the questions.  
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Table 9: Annual progress reports submitted and assessed  
 

Company Catchment Treatment Reservoirs Distribution Total  

AFW 4 1 0 4 9 

ANG 5 5 0 3 13 

BRL 1 1 0 1 3 

CAM 0 1 0 1 2 

CHO 0 1 0 0 1 

DVW 1 6 3 1 11 

DWR 0 9 6 33 48 

ESK 1 1 0 1 3 

HPL 0 1 0 1 2 

IW N 1 0 0 0 1 

NNE 1 4 0 2 7 

PRT 0 0 0 1 1 

SBW 0 2 0 0 2 

SEW 1 1 0 20 22 

SRN 1 8 0 2 11 

SSE 1 0 0 0 1 

SST 1 2 0 1 4 

SVT 2 13 5 24 44 

SWT 0 4 0 13 17 

TMS 2 2 2 4 10 

UUT 2 9 6 59 76 

WSX 0 18 0 1 19 

YKS 3 5 0 1 9 

 
New Legal Instruments Issued 
 

In the f irst 6 months of  2018, the Inspectorate served 25 new leg al 

instruments;  

Notice under Regulat ion 28(4) - 2 DWR, 1 NNE, 12 SRN, 5 UUT, 1 YKS.  

Notice under regulat ion 27(4) - 1 SRN 

Enforcement Order under Section 18 of  the Act - 2 SRN 

Undertaking under Section 19 of  the Water Industry Act –  1 SRN 

Southern Water –  New Legal Instruments 

During the f irst half  of  2018, the Inspectorate agreed a range of  legal 

instruments with Southern Water which constitute the company’s new 

transformation programme. This set of  legal instruments represent a 

col laborat ive ef fort between the Inspectorate and the company aimed at 

transforming the water quality performance of  the company and reducing 

the level of  r isk.  
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Part of  this work included the revision of  al l catchment r isk assessments, 

to ensure the company ful ly understands its catchments and the r isks that 

are present. The company have already completed signif icant work in this 

area, with a new dedicated catchment team now in place.  

All of  the company’s treatment works are required to undergo an in-depth 

hazard review (Hazrev) to identify al l aspects on -site that could const itute 

a r isk to water qual ity and publ ic health. This include s (but is not l imited 

to) design, mechanics, instrumentat ion, maintenance and process science. 

The output of  these reviews wil l  be a series of  improvement programmes 

to address the r isks identif ied. The programme is f lexible to allow assets 

to be priorit ised for review on the basis of  r isk. The company are also 

undertaking a major refurbishment of  three crit ical sur face water treatment 

works at Burham, Testwood and Otterbourne. 

Storage assets can represent a signif icant r isk to the wholesomeness of  

water if  not suff iciently maintained. This has been highl ighted by some 

signif icant water quality events across the indu stry involving the 

contamination of  stored water. The Southern Water’s transformation 

programme includes a service reservoirs Notice, which aims to reduce the 

inspect ion f requency for storage assets f rom 15 years to a r isk -based 

inspect ion f requency, with a maximum of 5 years. This work includes the 

abandonment of  obsolete assets and the construct ion of  new ones.  

Training and culture underpin everything that a company does. The 

training and culture Notice that forms part of this transformation 

programme requires the company to train their staf f  to an acceptable level 

in the discipl ines required by their work areas and then to maintain that 

competence. A training plan for new entrants to roles is also being 

developed. 

With regard to network management, in add it ion to the f lushing already 

being undertaken, the company wil l be replacing large sections of  mains in 

their worst performing supply areas for discoloured water. In addit ion to 

this, the company are tr iall ing smart network technology to understand 

better the f low condit ions within their network and the impact following 

network changes.  

Final ly, the Inspectorate has served an Order and accepted an 

Undertaking in respect of  data report ing. The company have repeatedly 

had signif icant sample shor tfalls and this Order seeks compliance with the 

basic requirements of  the Water Industry (Suppl iers Information) Direct ion 

2017, whi lst also bui lding resi l ience and enhancing the data capture and  

report ing systems used by the company.  
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Closures in Total  
 

The Inspectorate received 34 Closure Reports in the f irst six months of  

2018 (2 AFW, 1 ANG, 1 CHO, 1 DVW, 4 DWR, 2 SEW, 2 SRN, 1 SST, 5 

SVT, 1 SWT, 2 TMS, 10 UUT, 1 WSX, 1 YKS), with 13 of  these being 

received in January in place of  annual prog ress reports. Addit ional 

information had to be sought f rom companies in relat ion to f ive of  these 

reports. Companies are reminded that the closure of  legal instruments is 

not simply a paperwork exercise, but it  is the formal evaluation when a 

scheme comes to an end of  the success (or otherwise) of  that scheme and 

a re-appraisal of  the r isks and the acceptance of  those r isks by the 

company. To that end, the Inspectorate requires evidence of  sat isfactory 

complet ion in order to be able to revoke a Notice or Order, or  to close an 

Undertaking and the Inspectorate reminds companies that in order to close 

a legal instrument, a new signed declarat ion by a board member of  the 

appropr iate r isk assessment reports must be  submitted to the 

Inspectorate.  

 
Change Applications 
 

The Inspectorate received 27 change applicat ions in the f irst half  of  2018, 

13 of  these applicat ions were submitted alongside companies ’ annual 

progress reports. While the Inspectorate acknowledges change 

applicat ions may be submitted during this t ime , companies are reminded to 

engage with the Inspectorate at an early stage and not use the annual 

returns process as the f irst mechanism to submit change applicat ions.  

 
Milestones 
 

128 milestone reports ( independent of  closure and annual progress 

reports) were submit ted to the Inspectorate in the f irst two quarters of  

2018. 

Table 10: Milestone reports received in the first half of 2018  

Company Milestones Reports  Company Milestones Reports 

ANG 3 SVT 13 

DWR 12 SWT 1 

NNE 3 UUT 62 

SEW 20 WSX 2 

SRN 11 YKS 1 
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This number of  milestone reports is s ignif icantly higher than would 

normally be expected. The high numbers of  reports submitted by four 

companies (DWR, SEW, SVT and UUT) are associated with the f irst 

milestone reports for the discolourat ion Notices that the Inspectorate 

issued to these companies on the basis of  poor network management and 

discolourat ion contact rates. Due to the number of  Notices in place, where 

there is one legal instrument for each supply zone, it  was agreed that a 

single milestone report could be submitted out l ining the steps taken across 

a number of  water supply zones.  

 

Regulation 15 –  Sampling: New Sources 

During the f irst six months of  2018 the Inspectorate received three 

applicat ions under Regulat ion 15 (1 SRN, 1 UUT and 1 WSX). The  

Inspectorate recognises the water resources pressures that some 

companies have been under due to the prolonged hot weather in the ear ly 

part of  the summer and has been aiming to respond to Regulat ion 15 

requests as quickly as possible, and in over 95% of all emergency 

applicat ions a response occurred within 48 hours. In the three cases 

mentioned above, the Inspectorate were able to respond within two weeks 

of  the appl icat ion where our standard service level is set at one month.  

The Inspectorate has previously issued guidance on Regulat ion 15 

submissions however as a general point companies should ensure that 

when presenting sample data in their submissions that this da ta is c lear 

and can be proper ly interpreted with regard to the specif ied sampling 

requirements.  
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